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The power plant is looated in Eighth street be-
.tween Elm and Oak streets, in the oentral part ot the 
oity and along the traoks of the st.Louis and San Fran-
oisoo Railroad. 
Equipment. 
The plant oonsists of:-
1- 60"x 16 feet O'Brien horizontal return tubular boi1-
ere 
1- 62" x 16 feet Atlas horizontal return tubular boil-
ere 
Both boilers develop steam at 100 pounds/square 
inoh. 
1- Coohrane open feed water heater for supplying both 
boilers. 
1- 6" x 4" x 6" Worthington boiler feed water pump. 
1- 14" x 21" Hamilton semi-Oorliss engine direot coup-
led to a 100 K.W. 250 volt Westinghouse D.C. oom-
pound wound generator, 200 R.P.M. Also oonnected by 
a M.d~rt friotion olutoh to a shaft from whioh the 
following machines are belted:-
1- 16" x 9" :x: 12"· La.idlaw-Dwm-Gordon cross oompound 
air oompressor 100 R.P.M. to deliver 203 oubio feet 
of free air per minut~ against a pressure of 143 
2 
pounds/square inch • 
. 2- .4" rlorthington centrifugal :pumps with two speeds; at 
the normal speed 900 R.P.U. working against a head 
of 60 pounds/square inoh for ordinary servioe, and 
at :bhe high s:peed capable of working against a head 
of 125 pounds/ square inoh for direot fire pressure. 
1- 15" x 16",Brownell high speed automatio engine 240 
R.P.M. direot ooupled to a 150 K.W. 250 volt West-
ern Eleotrio D.C. oom~d wound generator. 
Eaoh engine 1a equipped with a Coohrane steam sep-
arator. 
1- Deep wall air lift designed by Prof.E.G.Barris,o! 
the Missouri Sohool of Mines and Metallurgy. 
1- 2 panel blue Vermont marble switohboards with am-
meters, voltmeters, rheostats, switohes and light-
ning arresters. 
The water plant haa a 40000 gallon conorete 
tank into whioh the air lift delivers the water and 
• from whioh the oentrifugal pumps take the water to 
deliver it into the mains. 
There is also a oonorete stand pipe 20 feet 
x 30 feet on the top of a hill half a mile from the 
well. The top of the stand pipe is 130 feet above the 
well, whioh gives ample ~resBure for oommercial water 
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servioe. 
Objeot of the Test. 
The object of the test was to determine the ef-
fioienoy of the boilers and engines under the actual 
oonditions of every day operation. 
Apparatus and Instruments. 
Standard Fahrenheit thermometers for measuring 
the temperature of the air, the feed water and the flue 
gases. 
1- Hot water meter for measuring the water fed to the 
bOilers. 
l-Emerson bomb oalorimeter for measuring the B.T.U. 
in the ooal. 
1- Ellison inolined draft gage for determining the 
draft in the boiler staok. 
1- Fairbanks soale for weighing coal. 
1- Oil barrel holding 300 pounds ooal, used for weigh-
ing same. 
1- Hays moisture oalorimeter throttling and .eight, 
with manometer and thermometem oomplete, used for 
determining the quality of the steam. 
1- Peabody oalorimeter for same purpose as above. 
1- General Eleotrio type T 8-2 portable steam flow met-
ere 
1- Merourial barometer. 
1- Tachometer. 
2- Sp,ad counters. 
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1- Crosby steam Engine Indioator with reduoing motion. 
1- Thompson steam Engine Indioator. The Hamilton engine 
was equipped with a lever reduoing motion. 
1- Buoket used to determine the amount of water dis-
oharged from the steam separator on the Brownell 
engine. 
All instruments were oarefully tested and oali-
brated before beginning work. 
Water meter reading must be multiplied by 1.08. 
Methods of Making Teste. 
Boiler. 
The test was run as follows:-The ash pit was 
oleaned and the fire put in good working oondition, note 
being talc,en of the oondition of the fite on the grate 
and the level of the water in the boilers. These oondi-
tions were approximately the same at the finish of the 
teat as at the beginning. The water level in the boiler 
was marked by placing a narrow strip of paper around the 
gage glass and it was kept as near this level as possi-
ble throughout the test. 
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The coal was weighed as used in a barrel hold-
·ing 300 pounds. 
The firing was done in the usual manner by the 
regular fireman. 
The quantity and temperature of the feed water 
was determined by a water meter and thermometer respeo-
tively, readings being taken and reoorded every 16 min-
utes. 
The draft in the stack was determined in terms 
of inches of water by means of the Ellison draft gage, 
readings taken regularly. 
The temperature of the flue gases was obtained 
by means of a thermometer, readings taken regularly. 
The steam pressure and the temperature of the 
feed water was kept as nearly constant as possible 
throughout the run, as the feed water was heated by 
means of exhaust steam, the amount of feed water used 
inoreased or lowered the temperature; the faster the 
water was fed to the boilers the lower the temperature 
would be; the Slower, the higher would be its tempera-
ture. Aocordingly there was some variation in the tem-
perature of the feed water. 
Engine and Dynamo. 
Indioator oards were taken every fifteen min-
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utes. 
An arnneter and voltmeter were used for getting 
the output of the dynamo. Readings were taken every 
fifteen minutes and reoorded. 
The I.H.P. was determined by working out the 
indioator oards with a planimeter, getting the M.E.P. 
from this. 
The water taken from the steam separator was 
measured in a bucket, the time and quantity. being re-
corded. 
The steam flow meter in the main pipe between 
the boiler and engine and the moisture oalor1meters, 
one at the boiler and one at the engine, were read 
every fifteen minutes. 
So far as praotioal auxiliary maohines were 
started up and stopped at the beginning or end of the 
fifteen minute tnterva1s, so that the load would be 
uniform during the interval between two readings. 
Duration of Teste. 
Deoember 31,1912, 3 P.M. to 6 P.M., evapora-
tive tests on boilers. 
January 1,1913, 11 A.M. to 1 P.M., friotion 
load of engine measured. 
January 6,1913, 7:19 P.M. to 11:40 P.M. 
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It was intended to make a oom~lete run from 
~ P.M. to midnight, with the Erovmell engine carrying 
the load, but the water meter got stopped up and con-
neotion to the crank pin of the Brovmell engine gave 
trouble, so the regular readings did:not begin until 
7 P.M. 
January 10,1913, 1: 30 P .1'1. to 8 :45 P.M. 
A oomp1ete run with the Hamilton engine oarry-
ing the load was made. 
The results of the boiler tests on December ~, 
!ill. 
The O'Brien boiler evaporated 4.63 pounds of 
water / pound of ooal as fired and the ash was 12.5% 
of the weight of the coal fired. 
The Atlas boiler evaporated 4.91 pounds of wat-
er / pound of ooa1 as fired and the a"sh was 12. 61~ of 
the weight of the coal. 
The temperature of the flue gases varied between 
540 and 550 degrees Fahrenheit. 
The draft varied from 0.39 to .48 inches of wa-
ter, with an average of 0.43 inches. 
The amount of C O!2ftas va.ried from 2.6 to 6 (Y1 . ,0 
n 
" " 
C 0 n n n 6.8 " 8.2% 
n 
" 
If 0 n It It 6.0 " 8. 05'~ 
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The oalorimeter showed the ooal 
12300 :a.T.U. 
14.2% ash. 
The test ~ Januar~ £,1913, showed that:-
The O'Brien boiler evaporated 4.22 pounds of 
water per pound of coal as fired and the Atlas boiler 
evaporated 4.93 pounds of watwr per pound of coal fired. 
The man washing up allowed some water into the ash und-
er the. O'Brien boiler, so that its weight oould not be 
determined. As aotually weighed it was 15.45; for the 
Atlas and 19. 6~3 for the O'Brien boiler. 
The calorimeter showed 13. 65~ ash. 
The 'temperature of the flue gases varied from 
440 to 570 degrees Fahrenheit. 
The C 02.~rom 2.6 to 6.9%; the C 0 from 3.2 to 
., 
19.410 and the o from 2.6 to 6.6% • 
The average draft was only 0.2 incnes of water. 
Teat ~ January 10,1913: 
These testa are given in detail and show the 
method and kind of observations taken. It was not deem-
ed eS8ential to put the detailed readings of previous 




















Boiler Teate. January 10,1913. 
:/fOoal Water steam flow steam 
gage 
staok 
S Meter Temp. lb/hr lbs Draft Temp. 
300 300 200· 105 2061 83 ----- -----
300 300 180 0 120 2355 92 --_ ... - -----
--- ---- 181 110 2159 86 ----- -----
1600 118 2316 96 ------- -----
300 168 0 104 2041 78 .46 530°,., 
100 1963 84 !t'.h&1'tJ.. br·oke 
---
125 2453 89 ----., _ ......... 
-.- 100 1963 93 ----- -----
300 108 2120 93 ----- --- ... ---
300 736 160· 170 333'1 87 ----... -----
ZOO 162 2983 93 -.,. .. _- -_ ...... -
---
---- 104 2041 93 ------ -----
---
---- lOa 1963 91 ------ -------
--- ---
135 2660 91 _ .. _ .... -----
---
ZOO -,.~ .. 160· 160 3141 78 --.4"1 ... ------
--. --- ----- ---
158 3101 86.5----- _ ... _--
--- --- ---- ---
120 2366 85.5 ---- - .. ---
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Time #Ooal Vla.ter steam flow stea.m Sta.ok 
gage 
N S Meter Temp. Ib/hr" .lbs. Draft Temp. 
3:46 100 1,963 93 ---- -..,- ... --
4:00 ---- 1299 160 0 100 1963 91 .37 -----
4:15 300 300 100 1963 83 -_ ... --
4:30 1610 I1B 2316 83 ------
4:46 120 2355 94 .48 ------
6:00 ----- 176 0 126 2612 82 -----
6:00 1684 100 1963 83 -----
6:15 100 1963 93 .38 ---_ .. 
6:17 
---
lOa 1963 90 ------
5:30 300 300 142 0 106 2061 72 ------
6:46 300 120 2355 89 -------
6:00 300 2196 166· 116 226'1 98 .40 ----.. 
6:01 120 2356 81 -.----
6:15 125 2453 91 -----
6:30 300 300 168 0 110 2159 72 -----
6:45 120 235·6 86 ------
'1:00 
---
2621 194 0 110 2169 96 ~----
7:16 300 300 108 2120 84 .... _ ..... _-
7:30 166 0 108 2120 84 .37 -----
11 
Time #=0061 Water steam flow steam Staok 
gage 
N S Meter Temp. r6/hr. Ibs. Draft Temp. 
7:45 117 2297 92 _ ... _---
8:00 3100 199 113 2218 91 .44 ------
8:16 120 2365 86 ------
8:30 29 3322 168 110 2159 90 ---- ..... -
8:46 225 112 2198 86 .43 ---_ .... -
8:46 160 2952 91 ..... ------
8:47 206 4037 91 --_ ..... -
9:00 150 2962 91 ------
9:04 155 3040 81 ---'---
9:10 188 3808 87 ------
9:11 175 3335 92 ------
9:15 175 3336 92 ------
9:18 145 2864 87 --... ---
~776 2729 3322 169 2283 877 .42 530
D F 
Note: Column 2 and 3 N ~ North boiler; (Atla.s) 
S = South boiler. (O'Brien) 
12 
Engine Test. January 10,1913. 
Time Ho. R.P.M. M.E.P. H.P. Calorimeter 
Card 
Head Crank Gage Lower 
Tem12. 
1:30 1 200 47.0 32.5 129 
1:45 2 216 45.0 32.6 136.5 
2:00 3 207 47.0 31.1 132 86 214 F 
2:15 4 211 47.0 32.2 136 87 219 
2:30 5 36.0 30.5 114 77 221 
2:33 5A. 36.2 24.3 
2:37 ----
2:43 ----
2:46 6 39.4 24.0 84 246 
3:00 '1 37.2 24.3 86 246 








3:30 9 38.5 24.5 108 76 248 
3:38 -----
3:38 -----
3:45 10 44.0 22.7 90 250 
4:00 11 38.7 24.5 87 260 
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Time no. R.?.lI. M.E.P. H.F. Calorimeter. 
Care"'.. 
Head Crank Ga.ge ' Lower 
TamE· 
4:15 12 42.5 21.7 85 248 
4:30 13 42.0 26.7 82 248 
4.45 14 210 46.5 32.0 90 250 
5.00 16 208 49.6 36.0 145.1 78 248 
5.00 loA 29.0 14.5 73.8 
6.15 16 209 34.0 19.5 91. 90 241 
5:17 16.1 36.0 21.0 97. 
5:30 17 211 39.0 26.0 111.5 70 234 
5:45 18 213 37.0 24.5 107. 85 230 
6:00 19 209 43.0 26.5 119. 76 230 
6.01 19A 209 46.0 30.0 130. 
6:15 20 209 42.0 31.0 125. 80 234 
6:30 21 209 42.0 30.0 123 80 230 
6:45 22 209 42.5 29.5 123 eo 234 
7:00 23 209 42.0 24.5 110 96 234 
7:16 24 210 47.5 35.5 142 75 23'7 
7:30 25 210 47.5 31.0 124 90 236 
7:46 26 213 47.0 30.0 134 90 233 
6:00 27 212 40.6 20.5 107 90 238 
8:16 28 214 43.5 25.0 120 80 232 
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Time lTo. R.P.M. M.E.P. H.P. Calorimeter 
Card 
Head Crank Gage Lower 
TemE • 
8:15 29 214 41.5 21.5 110 90 238 
8:46 30 214 37.0 19.0 102 85 231 
8:46 
8:47 1 10.0 7.6 
9:00 2 9.0 6.6 
9:04 3 9.0 7.0 
9:10 16 6.5 4.6 
9:11 26 8.0 6.0 






Dynamo. January 10,1913. 
Time Volts Amp. K. Yl. Eff. Remarks-
1:30 219 2',0 4.4 1 47 10 
1:45 217 20 4.4 50 
2:00 4.3 48.5 
2:15 218 18 3.9 50 
2:30 216 22 4.8 40.5 
2:33 Started Brovmell at 
2:33,stopped at 2:37 
and started again at 
2:37 2:43 
2:43 
2:46 217 11 3.3 
3:00 220 23 5.1 
3.15 220 23 4.2 
3:17 Stopped Brownell at 
i.17. Reading just af-
ar stopping. Started 
3:18 at 3:20. 
3:20 
3:30 218 30 6.5 
3:38 
3:38 Flow meter reading just before and after 
Brownell stopped at 3:38. 
3:45 220 40 8.8 _ ... ---
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Time Volts Amp. K. ~.7 • Eff. Remarks. 
4.00 219 40 8.8 
4:15 220 45 9.5 
4:30 219 38 8.3 
4:46 220 100 22.0 
6:00 216 125 26.9 Pumps and compressor 
shut off and flowmeter 
6:00 reading taken before 
and after. 
5:15 224 185 41.4 60% 
5:17 56.6 
5:30 216 230 49.7 59.6 First lights go on. 
6:46 53.8 67 
6:00 222 232 61.5 58 
6.01 222 260 57.7 61 street lights on. 
6:16 224 262 56.4 61 
6:30 220 245 53.9 50 
6:46 224 255 5'1.1 62 
7:00 220 263 55.7 68 
7:15 56.2 58 
7 :30 224 275 61.6 73 
7:45 224 265 59.4 59 
8:00 220 252 65.4 69 
8;15 219 245 53.7 60 Ash in O'Brien boiler.30~f 
8:30 222 225 50.0 61 n n AtlAs " 415j> 
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Time Volts Amp. K.W. Eff. Remarks 





9:04 Corliss stopped. Started 




9:18 Corliss ·off. 
31.8 60% 
Flue Gases. January 10,1913. 
(O'Brien) Small Boiler. 
Time C O~ 0:L o 0 
4:00 3.4 14.6 5. 
4.46 , 5.0 14.0 0.8 
5:15 2.0 15.8 0.4 
6.00 6.2 11.8 0.4 
7:30 4.4 13.0 0.4 
8;00 7.5 9.6 0.6 
8:45 4.2 12.8 0.8 
Large Boiler. January 10,1913. 
Time C 01.. a:L~ C 0 
4:00 7.2 11.2 4.4 
4:45 2.0 14.6 0.6 
5:15 7.0 11.6 0.4 
6:00 3.0 15.8 1.0 
7.3~ 8.6 9.2 0.0 
8.00 3.6 14.2 0.4 
8:46 3.0 16.3 0.7 
Conclusions. 
Average Pressures. 
steam pressure (gage)----------------~-87.?~· 
Absolute -----------------------------102.0# 
Barometr10 ~------------------------- 14.&# 
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Draft in inches of water ------------ .42 inohes. 
Average Temperature. 
Of external air --------------------- 37 0 F. 
" esoaping gases ------------------- 630 0 F. 
" feed water ----------------------- 169 Q F. 
19 
Average moisture in steam ----------- 5% 
Water. 
Total weight of water pumped into boil-
er and apparently evaporated into ··st&e.m 
3322 x 1.08 x 8.08 = 
Total weight of water aotually evap6-
'1vc;l;r, 
rated oorreoted for the quality of 
28,986 pounds. 
steam, 28,986 x .97 _ g i8, 116 pounds 
~EL tor. 
The feed water heater raises the temperature of 
the, water from about 60 to an average of 169 degrees 
Fahrenheit. the latter temperature varying with the 
flow. It ought to raise the temperature steadily to 
210 or 212 degrees Fahrenheit. The heater therefore 
performs 73% of what it ought to do under average con-
di tiona. 
Boiler. 
The d1 'Br1en boiler evaporated 1604 x 1.08 x 
8.08 :13996 pounds of water. and burned 2729 pounds 
Of coal, giving an apparent evaporation of 6.13 
pounds water per pound of coal., The steam was 3% 
wet on an average, whioh reduces the evaporation to 
4.98 poumds water per pound of coal. 
To evaporate this from water at 168 to steam' 
at 320 degree. Fahrenheit 3% wet requires 13995 
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(153.6 -=;- .97 x 889.5) ~ 14,230,000 B.T.U. 
The coal fired had 
2729 x 12346 : 33,700,000 B.T.U. 
Efficienoy of boiler 14230000 = 42.2% 
33700000 
The Atlas boiler evaporated 
1718 x 1.08 2 14991 pounds of water and burned 
2775 pounds of ooal giving an apparent evaporation of 
14991 ~ 5.40 pounds of water per pound of ooa~. or 
2776 
oorreoted for moisture 5.24 pounds of steam per pound 
of ooal. 
To evaporate this from water at 168 to steam at 
320 degree. Fa·hrenhe1t 3jo Viet requires 
14991 (153.6 + 0.97 x 889.6) ~ 16,230,000 B.T.U. 
The coal fired had 
2775 x 12346 : 34.270,000 B.T.U. 
Efficienoy of boiler 16230000 = 44.5% 
34,270,000 
Tho ash under this boiler was 406 pounds 
406 = 14.6% water evaporated per pound of oombusti-
F1'TO 
b1e from and at 212 degrees 
1116.4 x 5.40 
965.8 (100-13.6) ~6.58 1b Y/nter 
12346 - 14.8 Efficienoy = 6.58 ~ 44.4% 
965.S x .864 !47rr 
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'Coal. 
The calorimeter test on the ooal used on January 
'10,1913, showed 
12346 E.T.U. / pound 
ash 13.68% 
B.T.U. in a pound of ash 1400 Ash actually ob-
tained under boiler 14.63%. One pound of ash oame 
from 100 e 6.83 pounds ooal. Therefore 1400 ~ 205 
14.63 ~ 
B.T.U. per pound of ooal went into the ashes unburned. 
(14.63-13.58) 12346 ~ 130 B.T.U. 
Engine. 
To find the indioated horae-power (I.H.P.): 
Obtain the area of the cards by means of a plani-
meter in units of the square inoh. 
The "mean affective pressure"(r.I.E.P.) is found 
by dividing the area of the oard in equare inohes by . 
the length of the card in inches, multiplying this 
quotient by the scale of the spring (used 50 pounds per 
inoh~~, • 
Thus I.H.P.. PLAlj 
33000 
P= M.E.P. in pounds/square inch 
L: length of the stroke in feet 
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Dynamo A= area of the piston in square inches 
IT:: number of strokes per minute 
One H.P. = 33000 foot-~dunds 
To find the horse-power output 
H.P. : volts x amperes 
746 
Note 746 equals the number of watts in one R.P. 
Engine ~ Dynamo. 
To find the efficienoy of engine and dynamo 
combined: 
Efficienoy ~ li.P. output of dynamo 
I.H.P. of engine 
Conolusions. 
The friotion load of the Hamilton engine was 
found to be as follows:-
Jan.l,1913 ~ 20 H.P. 
Jan.10,1913 = 19.2 H.P. 
The friction loa.d of the Brovmell engine was 
found to be:-
Jan.lO.19l3, with Field on 30.3 li.P. 
Jan.lO,1913, with no Field on 24.8 H.P. 
It requires 25.2 R.P. for Hamilton engine to 
run itself and exoite the field of its generator. 
It requires 63 H.P. for Immilton engine to 
run itself, pUL1pS and compressors without load. Hence 
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the friction of pumps B-nd com]?resaors was 37.8 E~P. 
On January lOth the engine Vias driving the dy-
namo and loaded cOIrllJressor with pump running idle and 
develored 145.1 H.:? The friction clutch was thrown 
out, leaving the en[,ine drivine;- the dynamo alone and 
the load fell to 73.3 H.P., showing that it required 
72.3 H.? to run loaded compressor and overcome the 
shaft and pump friction loads. It would require 96.5 
H.E. for engine to run loaded ~ompressor with dynamo 
and :pumps idle. 
The ratio of the output. of the dynamo to the 
intake. of the engine variEd from 8.01% at 3:30 in the 
afternoon, when the compressor and pumps were running, 
to 737~ at 7:30 in the evening, when only the dynamo Was 
being run. 
steam Flow Meter. 
At 2:33 P.M. the steam flow meter was reading 
100, the Brownell engine was started up and the flow 
meter read 12c .. .&.. t 2: 37,.. wJhen the Brovmell was stopped 
the flow meter fell back to 100. 
At 3.19.P.M. the meter read 100 and on starting 
the Brownell angine it went to 135. 
At 3:38 P.M., with the Brovmell running the flow 
24 
meter read 158. '\;hen the Brownell was stopped, it fell 
to 120. 
At 5:00 P.M. the pumps and oompressors running 
the flow meter read 128 and on stopping the pumps and 
compressor$,the reading dropped to 100. 
At 5:30 P.M. the reading was 105 and after turn-
ing on the house lights, the reading jumped to 120. 
At 6:00 P.M. the reading was 115 and after turn-
ing on the street lights, the reading was 120. 
The average steam flow meter reading was 
118.4 x 19,63 xl. 2324 pounds per :'hour. 2324 x 7t = 
16849 pounds steam in 7i hours as against 281]7pounds 
of dry saturated steam, as shown by the water meter. 
The error may possibly be due to the faot that the oon-
stant used in the steam flow meter ought to have been 
1.6 instead of 1, as supposed. Also a small error arises 
when taking the average of the readings. 
Average for steam flow meter for Jan.6th,19l3, 
when the Brownell engine was carrying the load, was 
168.3 x 19.63 ~ 3107 pounds per hour. 
Air Com;preesor. 
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(These measurements by Thornhill,Mix, 
Kellogg and Wood, 1908.) 
To find the vOlumetric effioienoy: 
First find the volume of air displaoed per min-
ute by the piston, then volume displaoed per seoond and 
finally the weight of air displaoed per seoond. 
~ Volume displaoed per minute .. 1Td x L x N 
---;r 
:: 22 x 4~x 1 x 29 
7 x 3£x 4 
:. 276 oubio feet 
Volume displaoed per second ~ 2V6 ~ 4.6 oubio f*et. 
60 
Weight of a cubio foot of air at 60°F and under 
143 pounds pressure per square inoh equals .0746 pounds. 
Yleight of air displaoed per seoond =- 4.6 x .0745. 
e 3427 pounds 
Compressor intake 58.6 H.P. output,3l.Q R.P. 
Now find the weight of air output per seoond by 
the formula. 
Weight per seoond '" 0 x • 6299 x d" x ff 
Take 0 : .596 obtained by experiment. 
Diameter of orifioe (d) • 3 inches. 
26 
Inches of water (i) - 37 





Substituting in above formula the va1ues,we 
2.-11eight in pounds per seoond ~ .596 :x .6299 :x: Z :x: 
-= .2511 pounds. 
Volumetrio effioienoy: . air output 
piston displaoement 
= .2611 ": 73.2% 
.3427 
To find the meohanioal effioienoy; 
The work output = PV log.R 
R == 1534 14. 3 = 11. 7 
1 3 
Log R -~2466 
p = 14.3 
V ~ 276 x 732% ~ 202.3 cubic feet. 
H.P.output = PV log R e 14.3 x 144 x 202.3 x 2.456 
33000 33000 
= 31.0 R.P. 
The work absorbed by the compressor equals the 
horse-power developed by the engine with air compressor 
running under its working oonditions, minus the horse-
power developed by the engine when the compressor was 
not running, assuming, however, that the eleotrio load 
is the same in both cases. 
li.P. with oompressor ~ 904.4.40 
H.P. with compressor ~ 
li . .P.without compressor '!:. 
Power absorbed by compressor ~ 
Efficienoy = output ~ 31.0 = 
input '58.6 






The well is 930 feet deep and started at the top 
• 
with an e" drill. The water pipe is divided into three 
seotions of approximately equal lengths. The upper seo-
tion is 6 inches, the middle section is 5 inches and the 
lower seotion 4t inch iron pipe. The bottom of the pipe 
goes within ten feet of the bottom of the well and the 
lower end is flared to 6 inches. The air pipe is It inch 
galvanized iron pipe and goes down 1raide of the water 
pipe to within 6 feet of the bottom of the water pipe. 
The last 6 feet of the air pipe is perforated to facili-
tate the escape of the compressed air. rlhen the well is 
not :flowing the water stands I g / feet below the surface. 
Yihen the air lift is in operation it stands at a constant 
depth of 19S feet below the ground surface. The rate of 
flow is 290 gallons per minute. 
The efficienoy of the air lift when using 202.3 
oubio feet of a.ir and raising 290 gallons of water per 
minute is found as follows: 




R.P. supplied by the compressor to do the work 
equals rv lOB R 
3300 
PV 10~ R· = 143 x 144 x 202.3 x 2.456 ~31.0 H.P. 
330 0 33000 
Efficiencye 13.25 - 42.7 % 
31.0 
Boiler Feed ~:iater Pump. 
In the test on January 6t191~, the exhaust from 
the feed pump was condensed in abarrelof water. The con-
densation amounted to 67 pounds, while 166 gallons or 
1340 pounds of water was being delivered to the boiler 
o 
at 180 Fahrenheit. This shows that one pound of steam 
used in the pump was required to put ID pounds of water 
into the boiler. 
Between 7: 14 P .H. and 11: 40 ::. tI. ,January 6,1913, 
the boilers used 2038 gallons, or 16465 pounds of wuter. 
The pump used 823 pounds of steam, or at the rate of 188 
pounds per hour. 
The feed water pipe is 1~1-" in diameter, or 1.76 
v 
square inches in section. 20 pounds of water at 180 Fah-
renheit equals 576 cubic inches. This would be a column 
326 inches, or 27.2 feet long. To force this against a 
pressure of 100 pounds per square inch would require 
100 x 1.76 x 27.2 - 4800 feet lb. The heat given to change 
water at 180 to steam 3'j'~ wet at 320 0 Fahrenheit , is 
29 
141.5 + .97 x 889.5 ~ 1004.3 B.T.U. ~ 781,000 feet lb. 
Efficiency of pump 4800 ~ 0.6 5b 
781,000 
Cost of Operation for One IJonth. 
Ooal .•.•••••.••••••.•..•..... ~484.60 
Superintendent's salary .•..•• 110.00 
The fireman _ 50 ••••...•.••• 160.00 
Unloading ooal .•••••••..•.••• 18.60 
Oil and waste ••...•..•••••••• 18.55 
Via te r ••••••..••••••.•....•••• 110 ch.arge 
Interest and depreoiation 10% 
on 350000 •.••••••••.•.••.••.• 416.67 
Annual Inaome. 
Commercial lights 90000.X.W. $9000.00 
street liehts assumed to run 10 hours per day, 
3600 hours per year, 28 amperes, at 220 volts gives 
22176 K.:7. hours. ',7h1ch at the cOlDl:lercial rate would 
be 02217.60, or the electric light plant will pay for 
the entire cost of operation of the water and light 
30 
Summary. 
Effioiency of the 0' Brien boiler, •.•••••.. __ 
Effioienoy of the Atlas boiler, .......... 44.6% 
Effioienoy of the boiler feed pump,........ 0.6% 
Atlas boiler produoed ••• 5.24 Ibs dry saturated steam:.per 
Ib of coal, 
O'Brien boiler produced •• 4.98 Ibs dry saturated steam per 
Ib of coal 
The steam was about 3% wet. 
The Hamilton eng:1ne used • 1l1.J.9. 9 lb of steam per R.P--hr. 
The Brownell engine used •• 22 P lb of steam per R.P.-hr. 
The friotion of Brownell engine was 24.8 H.P. without 
field and 30.3 H.P~ with field of generator exoited. 
The friotion of the Hamilton engine was 20.0 H.P. with-
out field and 25.2 HIP. with the field of its generator 
excited. 
In the testa made in 1908 the boilers evaporated 5.34 
pounds of dry evaporated steam per pound of coal. 
